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AMENDVENTS TO THE SCOLI CI TATI ON
The first statenent at Section 2.3.2 has been corrected to require an absol ute

hum dity of 5-7 grains per cubic ft. of dry air. No other changes or
corrections are nade by this amendnent.

1. The attachnent entitled "STATEMENT OF WORK" has been nodified. The text
is as follows:

PERFORMANCE WORK STATEMENT

EPA Filter Weighing Room Control Modification

1.0 Introduction:

The EPA requires amodification to the air conditioning and air handling system for an exising weigh-
room to meet requirements of the 2007 regulations for heavy-duty diesd fueled vehicles (40 CFR
§86.1312-2007). Theweigh room islocated in the large soak area of the laboratory building at the
Nationd Vehicle and Fud Emissions Laboratory, Ann Arbor Michigan. The present HVAC isa5ton
CoolAir unit employing condenser/compressor cooling and flash vaporization humidification. All
Sructures shdl conform to the guidance provided by the EPA facilities manud, VVal. 4, “ Architecture,
Engineering and Planning Guidelines” used in conjunction with EPA Manud 4844, “ Fecility Safety and
Environmental Management Manua,” attached. The Ste of the Sructure isindicated in the picture of
Appendix A.

2.0 Technical Specifications:

2.1 Structure
2.1.1 Theexiding structure shdl be used with only nomina modifications for ducting dterations.
2.1.2 Exiging suspended HVAC mechanica area shal be used for the new hardware.

2.1.3 Exiging ducting shal be reused as feasible or newly supplied as necessary for the upgrade
equipment.

2.2 Filtration
2.2.1 Exiging HEPA room filtration media shall be replaced by ULPA filter media (ultralow

particulate air filtration system; remova of 99.999% of particulates of size 0.12 microns or
greater).
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2.2.2 TheWeigh room shdl maintain its Class 1000 rating (1000 particulates of Sze > 0.3
microns, 350 particulates of sze > 0.5 microns; and O particulates of Sze > 5 microns are
the maximum numbers permitted per cubic meter of air).

2.2.3 Theroom must be maintained a aminimum of 15 Pahigher air pressure within the Class
1000 room as compared to the adjoining unclassified area.

2.2.4 Asarequired option, thefiltration syssem shdl provide for air scrubbing for volatile organic
compounds (VOCs), epecidly compounds in gasoline mixtures.

2.24.1 For dry-scrubbing of (VOCs), the air filter system shdl contain chemicaly
impregnated media with the ability to reduce organic gases and odors in the
intake and recycled air to alevel < 1 ppm before it isintroduced to the weigh-
room.

2.2.4.2 Hiltration sysem must be designed so that filter mediaiis easily replacegble.

2.2.4.3 Filter mediamust have color change indicator or some other indicator to sgnd
when the media needs to be changed.

2.3 HVAC and Filter Room Control System (FRCYS)

2.3.1 Thecontral of the new HVAC System shdl be based upon an advanced
Proportiond/Integra/ Differentid controller (PID). The system shdl cool constantly with
PID controlled rehegt/preheat and congtantly dehumidify with PID controlled
humidification. The following are consderations for determining what HVAC Hardware
shdl be supplied:

2.3.1.1 TheHVAC shdl be awater-cooled system per facility management choice

2.3.1.2 TheHVAC shdl incorporate continuous, proportiona control for temperature
and humidification employing a (PID) controller. This shdl be implemented using
either a separate Programable Logic Controller (PLC) supplied by the
contractor, a separate program module incorporated into the existing EPA
welghroom computer system, or a separate computer system supplied by the
contractor.

2.3.1.3 Electrica service and plumbing sources/drains are to be brought to the immediate
HVAC area by EPA building maintenance or another contractor.

2.3.1.3 TheHVAC sysgem shdl not emit noise greeter than 70 decibelsin any direction
at anomina distance of 10 feet from the unit.

2.3.2 TheHVAC shdl beingdled in the large soak areathat is maintained a atemperature

range of 68 to 86°F with an absolute humidity of 5-7 grains per cubic ft. of dry air. The
HVAC shdl rgect hest to the provided chilled water which is supplied at a temperature of
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42 t0 55 °F at apressure of 10 to 20 psi. For reheat, building hot water may be used.
Thisissupplied at 125 to 170 °F and has a hardness of 45 grainswith PH over 9.2. Target
control parameters are asfollows:

2.3.2.1 Temperature Monitor
Resolution=0.01°C
Accuracy = 0.2 °C (with k = 2 & a 95% confidence interval)

2.3.2.2. Dew point Monitor
Resolution=0.01 °C
Accuracy = 0.25 °C (with k = 2 at a 95% confidence interval)

2.3.2.3 Recovery response time to atemperature or dewpoint excurson of 5 °C shdl bea
maximum of 2 minutes.

2.3.2.4 Heset load in the room will congst of 4 technicians and 2 computers plus
environmental monitors and controllers. The people will be moving in and out the
filter room for any duration of time over a 24 hour period. .

Contractor Supplied Environmenta Control System - The filter room environmenta control
system, FRCS, shdl be sdlected by the contractor but must meet EPA performance criteria
liged in sections 2.3.2.1 through 2.3.2.3. If acomputer system is selected by the
contractor, the sysem must meet EPA’ s interfacing requirements with the existing Filter
Room Monitoring System (FRMS).

2.4 Environmenta Control

2.4.1 Room and Baance Temperature

24.2

24.1.1 Theenvironment shal bemaintaineda 22°C + 1 °C.

2.4.1.2 Temperature shal be sampled 1 per second and an unweighted 5 minute moving
average of this data shdl be graphicaly recorded.

2.4.2.3 Themonitoring and control device shall be NIST traceable and accurate to at least
10.2 °C (k=2, 95% confidence).

Room Bdance Dew point

2.4.2.1 Theenvironment shal be maintained a adew pointof 9.5°C+ 1 °C.

2.4.2.2 Thedew point shal be sampled 1 per second and an unweighted 5 minute moving
average of this data shdl be graphicaly recorded.

2.4.2.3 Themonitoring and control device shall be NIST traceable and accurate to at least
10.25 °C (k=2, 95% confidence).
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2.4.3 A Barometer with serid data output will be provided by EPA for incorporation into the
environmenta control.

2.4.4 Compatibility with exiging Filter Room Monitoring System (FRMS). The Filter Room
Control System (FRCS) shdl monitor at a frequency that will enableit to control
temperatures and humidity per the performance criterialisted in sections 2.3.2.1 through
2.3.2.3. Thefollowing interface requirements must be met by the FRCS.

24.4.1 The EPA Flter Room Monitor System (FRMS) computer will perform any
required data averaging for purposes of reporting.

2.4.4.2 AnRS232 output of environmenta parameters from the FRCS shdl be available
for the EPA's FRMS a a minimum data rate frequency of 2 Hertz.

2.4.4.3 Theexiging software receives Dry Bulb, Dew Point and Humidity & 2 Hz through
one serid port and Pressure through a second serid port. Use of the RS232 port
or Andog sgnds by the EPA filter room monitor computer shdl have no adverse
effects on the Control System.

2.5 Fire Suppression — Exigting system to be used. No modification required.
2.6 Software - The vender shal specify and provide software for the FRCS if required.

2.6.1 Software, if required by the FRCS, shdl be developed using commercidly avalable
programs such as Labview or Visud Basic. A copy of dl code developed for this
project shal provided by the contractor. Supplied software should allow Visud
Badic or an Oracle database to query for most recent 5 min. average vaues for the
parameters listed in section 2.3.2.

2.7 - Interface Requirements for the FRMS
2.7.1 Hardware requirements for data supplied to the FRMS.

2.7.1 For anoptiona andog interface:
The dewpoint and temperature monitors shal be equipped with three 4 to
20 mA current outputs. These 2-wire channels must be powered with 12 to
28 VDC externad power supplies (not provided). The analog outputs are
gavanicaly isolated from dectronics but they are not isolated from each
other. A separate (isolated) power supply isrequired for each analog
channd. Anaog output Sgnals for access to ambient temperatures and
humidity shall be opticaly isolated so that FCM S access shdl not have any
adverse impacts on the FRCS.
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2.7.2 Fortherequired serid interface:
The dewpoint and temperature monitors shal provide serid deata at the
required frequency using aserid cable. Datavaues shdl be ddimited or
labeled in the communication stream <o that values may be parsed from the
communication string by FCMS computer software.

2.8 - Acceptance Test Requirements

2.8.1 Daalogged by the EPA supplied FRMS shdl be evaluated for a period of one
week to verify FRCS functiondlity per the performance criterialisted in sections
2.3.2.1 through 2.3.2.3 and section 2.4.
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3.0 Consumable Supplies

The contractor shdl provide a supply of consumesble items sufficient for at least one year of operation.

3.1  Thecontractor shdl offer an option to purchase an additiona one year’ sworth of
consumable items. Items shdl be offered on aline item basis.

3.2  Thecontractor shal offer an option for a maintenance contract for the HVAC on a
per-year basis, renewable for up to 4 years.

4.0 SiteVisit

A stevisgt opportunity has been scheduled for Wednesday June 2nd at 1PM EDT at the indalation
gte: USEPA, Nationd Fud and Vehicle Emission Laboratory, 2565 Plymouth Road, Ann Arbor,
Michigan 48105. Please contact Bruce Cantrell at (734)214-4117 to express interest in atending and
for any additiond detalls regarding this opportunity.
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Appendix B - EPA Supplied Filter Room Monitoring System (FRMS) Description.

1.0 Filter Room Monitoring Software

* Reads ambient weigh room parameters every two minutes via RS232.
* Logsambient datato MS Access and Oracle.
- MS Access every 2 minutes (temporary data base).
- Oracle every 30 minutes.
» Logsfilter room status eventsto M S Access and Oracle as they happen.
- out of tolerance events
- back in tolerance events

MS Access Tables are temporary - kept around long enough to ensure that Oracle is updated.

2.0 EPA'sOracle Database

» Stores subset of MS Access ambient conditions every 30 minutes.
» StoresMS Access ambient events as they happen.
- out of tolerance events
- back in tolerance events
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